
Mains
1 x CEE 16A/400V
1 x 32A/400V
1 x P.lock 400A

13.6m

H
eight door 2.45m

1.7m

heigth lower roofbeam: 9 meter
height lower truss: 7,9 meter

2.00m

4 x CEE 16A/230V

Dressing Room

24.6m

Ampco-Flashlight
Storage

Entry

Entry

Height door 2.45m

Entry

Entry

Emergency exit

4 x truss 12 meter Minibeam with chainhoist on trolly

cloths all around on rail
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